[bookmark: _GoBack]ELECTRICAL SPECIFICATIONS FOR THE IRRIGATION SYSTEM

It is the responsibility of the contractor to execute the installation of the electrical system using these specifications and to abide by the requirements of the latest edition of the National Electrical Code® (NEC®), and other applicable local electrical codes.  If disputes or contradictions arise, the contractor is to immediately contact the irrigation consultant who generated these specifications for a resolution.

Cut sheets for the products specified are within this document.

“Listed” shall mean that the product complies with the applicable UL® Standards and was tested & listed by UL, CSA, or ETL.

“No equal” means that no alternates will be considered for that item.

“Or approved equal” means that the contractor may propose alternates for certain items, with justification for such alterations, including possible reductions in cost.  All cost reductions derived from these changes shall be credited to the end user of the project.

The specified product not being available from local sources is not justification for requesting an alternate.

Any request for an alternate must be accompanied with cut sheets for the products in question.

